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SHENIM:
1. Per largimin e tymit jashte parkimit do te perdoren

ventilatore aksiale te presionit te mesem te pershtatshem per

temperatura 400°C/120min.

Ventilatoret do te instalohen vertikalisht, do te jene pavribrime,

elektrikisht te sigurta dhe te testuara ne fabrike ne perputhje

me EN 12101-3 dhe te shoqeruara me certifikaten perkatese.

Kasa e ventilatorit do te jete prej llamarine celiku te galvanizuar.

Motoret do te jene IEC standart ne perputhje me EN 60034-5,

me eficemce te parte ne perputhje me Direktiven 327/2011.

Izolimi do te jete i klases H.

2. Nevoja e perdorimit te ventilatoreve me zhvendosje do te

simulohet nepermjet CFD.
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